
Take the 
Cloud Gateway 
device out of the 
package. Plug in the 
power cord and 
connect the gateway 
to a power source.

Open the Casambi app. 
You need the Beta 
version of the app to 
use the Cloud Gateway.

Go to My networks 
to select the network 
you want to add the 
gateway to. The 
gateway can be only 
connected to one 
network at a time.

Log in to the network 
that you want to add 
the Cloud Gateway to. 

The network sharing 
settings must be set to 
either Administrator only
or Password protected.

When logged in the 
selected network, 
Navigate to the 
More… tab and 
select Gateways.

Select Internet 
gateway to open the 
Internet Gateways 
view.

Select Cloud Gateway
from the 
available options.
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The gateway is 
now displayed as 
the Gateway in use. 
Tap on "Done" 
to complete the 
setup.

The Cloud gateway is now 
connected to the WiFi.

The gateway is now all set 
up for use with the selected 
network.

The app will now search 
for available gateways 
within the Bluetooth range of 
your device and list them 
under Available 
cloud gateways. The bar next 
to the gateway shows 
its signal strength. 

Tap on the gateway that you 
want to add to your network.
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You can now view 
and edit the 
notifications and 
data collection 
under Settings.

Set up a WiFi 
connection by 
selecting 
Configure WiFi 
under Settings

You will need to enter 
the SSID and 
Password for the WiFi 
you wish to use.



Removing the Cloud gateway from use in the selected network

Tap on the trash can icon 
to remove the gateway 
from the network.

A pop-up will appear 
to enable the removal 
of the gateway. Tap on 
Ok to remove it or on 
Cancel to cancel the 
removal.

The gateway status now shows 
that the Cloud Gateway is no 
longer connected to the 
selected network.

The Cloud gateway can 
now be again taken into 
use in any network.
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